DESIGN AND CONSTRUCTION

GUIDELINES AND STANDARDS
DIVISION 4 - MASONRY

04 20 00 « UNIT MASONRY

Cavity

Styrofoam

Brick Tie

‘“MORTANET”

Flashing up 12" to 18" over angle
and backing

Angle

CMU or stud backing

Weep - full open head joint

1]

* Soft joint

NOTE:
Specifications should emphasize to keep the cavity clean;
DO NOT allow mortar droppings into cavity.
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